The results from ignition tests conducted using the Lateral Ignition and Flame spread Test (LIFT) apparatus, Reduced scale Ignition and Flame spread Test (RIFT) apparatus, and ISO 5657 ignitability apparatus from nine different types of New Zealand wood-based products are used to obtain the critical ignition heat flux and thermal inertia using the procedure specified in ASTM E 1321-97a. It is found that vertically oriented samples in the LIFT and RIFT has a higher minimum ignition heat flux compared with the horizontal samples in the ISO 5657 apparatus. There is only a limited agreement between the three test methods for thermal inertia values.
INTRODUCTION
THE STUDY OF flame spread along the surface of materials is a key part to fire modeling and prediction of room fire growth [1] . The LIFT apparatus, which forms the basis of the lateral flame spread measurements in the ASTM E 1321-97a standard [2] has a footprint of approximately 1.7 m Â 0.9 m, and requires a fuel and compressed air supply for a radiant gas panel. The limited application of the LIFT and its bulkiness means that the number of LIFT testing facilities in the world is small. In comparison, the ASTM E 1354 cone calorimeter [3] is a commonly available apparatus that forms the basis of much of the recent research into material properties. The cone calorimeter has been shown to give good predictions of fire and test performance for materials and compartment flashover, however, efforts to apply lateral flame spread using only cone calorimeter data have had limited success [4] [5] [6] .
Research at FireSERT at the University of Ulster developed the Reduced scale Ignition and Flame spread (RIFT) apparatus [7, 8] which uses the cone calorimeter as the heat source for flame spread testing. Application of the theory developed by Quintiere et al. [9] [10] [11] gives the flame spread parameter not otherwise obtainable from cone calorimeter data. In previous research [12, 13] the RIFT results were compared with data previously published in the literature and not directly against LIFT data on material sourced from the same batch. This article, describes the ignition results obtained in our research in support of the flame spread testing which is described elsewhere [14] .
IGNITION Background
Since flame spread is essentially a piloted ignition process, its study depends on the ignition properties of the material being considered and there are a number of models for predicting ignition which are discussed in depth by Babrauskas [15, 16] . Although there have been advances in the analysis of the ignition of wood materials, such as the work by Dietenberger [17] , this research maintains the approach specified by ASTM E 1321-97a [2] so as to be consistent with previous work using the RIFT [7, 8, 12, 13] and because the results are used as input to flame spread experiments conducted according to ASTM E 1321-97a.
A material will ignite when a sufficient quantity has pyrolized to reach the lower flammable limit, and in the case of a piloted ignition, a suitable ignition source is available. The minimum heat flux for ignition ( _ q 00 ig, min ) is the lowest level at which the material will ignite within some time limit, and this varies depending on the requirements of a given test protocol. The value is found by a series of ignition tests and is the average of the highest flux level where there is no ignition and the lowest level that caused ignition. The critical ignition flux ( _ q 00 crit ) is found by correlation, rather than as an experimental value, and different ignition theories can give different results. It is the theoretical lowest flux which will cause ignition given an infinitely long time. Implicit is that the material properties do not change significantly during that time.
Theory
The ignition theory developed by Quintiere, Harkleroad and Walton [10] and further developed by Quintiere and Harkleroad [11] forms the basis for the ASTM E 1321 LIFT ignition tests and thus the material properties used in the flame spread part of the test. The theory uses an energy balance into a control volume for a semi-infinite one-dimensional slab. The material is modeled as an inert, grey body and it is assumed that the temperature increases under the received heat flux until it ignites at the ignition temperature. More generally, the sample is assumed to be 'well behaved' with homogeneous properties, unaffected by the temperature increase to ignition, and the surface does not melt or blister.
A general approach to material ignition and flame spread is to assume ignition once the surface temperature (T surf ) reaches the minimum temperature for piloted ignition (T ig ), and this temperature increase is due to the external flux and any flame heat flux such that
and in the case of material ignition there is no flame present, thus ÁT f ¼ 0. Assuming the emissivity " ¼ 1 as the surface chars before ignition, the heat flux to raise the temperature of the surface is
and the minimum heat flux for ignition is
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The surface temperature required for ignition can be calculated from Equation (3) if h is known. Quintiere et al. [10] obtained Equations (4)-(6) for the surface temperature, where the absorptivity is assumed to be equal to 1 and _ q 00 e,x f is the heat flux at position x along a sample, thus
where a ¼ h 2 /kc or
and where F(t) is the time transient term
As the time the sample is exposed to the external flux increases, then F(t) tends to zero as the material surface approaches equilibrium. From ignition tests [18] F(t) is related to the flux levels as
where t* is the preheating time to reach thermal equilibrium. As the time t increases then F(t) tends to a value of 1 at long ignition times. At high heat fluxes, time t ! 0 and the exponential term tends to a value of 1 and as a result F(t) tends to a function dependent on the thermal inertia so that
Hence, for the period of time when t is small, then F(t) can also be written as
where b is the 'ignition parameter' given in Equation (10) and can be used to obtain the effective thermal inertia kc as
Data Analysis
The ignition theory can be applied to laboratory tests to obtain material parameters relevant to ignition and flame spread according to ASTM E 1321. The minimum heat flux for ignition ð _ q 00 ig,min Þ is given by plotting the time to ignition (t ig ) versus incident heat flux ð _ q 00 e Þ and the curve will asymptote at the value for _ q 00 ig,min . Plotting the incident heat flux ð _ q 00 e Þ versus 1= ffiffiffiffiffi t ig p gives the critical heat flux ð _ q 00 crit Þ from the intercept with the x-axis. In this work, the ignition temperature (T ig ) is obtained from FIG. 10 of ASTM E1321-97a and hence h can then be determined from Equation (3) .
Using is the ignition parameter (b). The ignition parameter can then be used to solve for the thermal inertia (k c) using Equation (10) .
Since the behavior of the material changes as the heating time increases, the fit of the data for the correlation to a straight line becomes increasingly less reliable due to scatter in the data, in particular for the data used in Quintiere et al.'s method. The values which best reflect the thermal inertia are those at the higher heat fluxes with the correspondingly shorter ignition times. For the most accurate result, some of the data points close to the minimum ignition flux must be ignored. The choice of acceptable data points is not clearly defined, a problem that has occurred for other researchers [19] . In this article, attempting to define the limit based on the thermal penetration depth did not give a definite cutoff for acceptable data, especially if there was some scatter. In order to provide consistency, the data was plotted and a regression fitted to the data was visually inspected. As a guide, points above ð _ q 00 ig,min = _ q 00 e Þ40:8 were discarded if that significantly improved the fit of the data. This value was chosen as it encompassed the values close to the minimum ignition flux where the deviation was the greatest. The R 2 correlation coefficient calculated for the fit of the data was used as a guide to what was deemed a 'significant' difference. When considering whether to include a data point, it was somewhat arbitrary, but if the R 2 value improved by more than 0.15 by excluding a data point, then this was deemed to be significant, and the value could be deleted. The difference was generally obvious from visual inspection. It should be noted that the choice of which data points to include can have a significant effect on the ignition parameter (b) and particularly the preheating time t* used in the subsequent flame spread tests conducted by Merryweather [14] .
TEST METHODS

The Lateral Ignition and Flame Spread Test (LIFT) Apparatus
The ASTM E 1321 standards series [2] was a development of the ASTM E 1317 Standard for marine surface finishes [20] and work by Quintiere et al. [9] [10] [11] . The ASTM E1321-97a LIFT testing apparatus uses a gas fuelled diffusion burner and a vertical sample holder. The 155 mm Â 800 mm sample holder is angled at 158 AE 0.258 to the face of the burner. The burner offset can be adjusted to give the best match to the standard flux profile. This gives an almost constant flux level for the first 150 mm along the sample for use in ignition testing, and then a decreasing flux level to approximately 2% of the peak heat flux. The burner is a flat panel burner 280 mm high by 430 mm long with radiant ceramic elements and a reverberant screen. The fuel used in the burner in the original research [9] and the subsequent ASTM standard is methane which gives a wide range incident heat fluxes for the ignition test procedure.
The LIFT test procedure comprises of two parts, the first is an ignition test where the time to piloted ignition t ig of 155 Â 155 (þ0, À5) mm samples is obtained for various incident heat fluxes and the minimum heat flux for ignition is obtained by bracketing to find the lowest flux which will cause ignition within 20 min. The critical heat flux, thermal equilibrium and ignition parameter are obtained from the analysis procedure described earlier.
The LIFT apparatus used in these experiments followed the design for the ASTM E 1317 apparatus with the modifications listed for the ASTM E 1321-97a standard. However, whereas the ASTM E 1321-97a standard calls for methane powered radiant panel with an air-acetylene ignition pilot flame, the LIFT employed in this work used a Liquefied Petroleum Gas (LPG) and compressed air mixture for the radiant panel and ignition pilot due to the unavailability of a suitable source of methane. LPG is a mixture of propane and butane, and propane has been used for ignition experiments with the ASTM E 1623 ICAL intermediate scale calorimeter [21] , which also normally runs on methane or natural gas. Similarly, in a round robin test described by Pauner [22] it was noted that one of the laboratories used propane for the radiant panel burner, although this was later changed to methane.
The heat flux level at the sample face was measured using a water cooled heat flux gauge mounted in a measuring template and fitted to a sample holder frame. The flux measurements for the ignition tests were conducted at 50 mm from the edge of the flange on the front face of the sample holder frame. The propane burner had a lower limit of _ q 00 50mm ¼ 20-25 kW/m 2 when set up in accordance to the standard LIFT spacing as the burner behavior became unstable and had uneven heating below this level. This was not a limitation for the later flame spread tests as the flux level is usually set to 5-10 kW/m 2 over the minimum ignition flux. For timber-based products the minimum ignition flux is usually in the order of 12 kW/m 2 [15] , and usually higher for ignition tests conducted in the LIFT [16] . An upper limit was found of _ q 00 50mm ¼ 50 kW/m 2 , due to the air supply to the burner although this could be raised to 460 kW/m 2 using an additional air compressor in parallel with the main air supply. For ignition tests the LIFT apparatus used in this work was modified so that the spacing of the radiant panel could be adjusted on slide on rails to give the lower flux levels within the limitations of the burner output.
Samples were conditioned at 50 AE 5% RH and 23 AE 38C for at least two weeks so that successive weight measurements taken 24 h apart did not vary by more than 0.1% of the mass. Each sample was wrapped with foil on the back and sides and placed with an insulated backing board in a second sample holder. Tests were done at varying heat flux levels to bracket the minimum flux for ignition to within 2 kW/m 2 , as called for by ASTM E 1321-97a, and up to the maximum that the burner could deliver.
The ISO 5657-1987 Ignition Apparatus
The ISO 5657-1987 ignition apparatus is similar to the cone calorimeter, in that it uses a conical electrical element with a maximum heat flux to the sample of 50 kW/m 2 . The standard test uses a small pilot flame, which is dipped above the sample at 4 s intervals giving a resolution of AE2 s. Babrauskas [16] notes that the original version of the apparatus had provision for both the gas and electric spark ignition systems and the apparatus used for this research used a spark ignition which is a deviation from the ISO 5657 standard. The test apparatus uses a weighted platform with a counterweight to hold a 165 mm square sample against a flat plate in order to provide a consistent distance from the sample to the element, even if the top of the sample shrinks away. Only a circular area of 150 mm diameter of the sample is exposed to the element, with the remainder of the sample shielded by the flat plate. A shield is used while the sample is being placed in position which is removed and timing started until the sample ignites, or the test duration is over.
Reduced scale Ignition and Flame Spread Test (RIFT) Method
The RIFT method is a result of research by Azhakesan et al. [7, 8] where the objective was to provide an alternative to the standard LIFT test for spread-of-flame measurements by using a modified cone calorimeter. Following on from Azhakesan et al., further work has been carried out by Pease [12] and Huynh [13] . The cone calorimeter element is set to the vertical position and the long axis centerline of the RIFT sample holder inline with the centerline of the cone. The end of the sample closest to the element is positioned in line with the edge of the element (Figure 1 ). The sample separation distance of 45 mm is set by measuring perpendicularly from the face of the cone to the sample and an angle of 608 to the cone heater element face has found to be appropriate [7, [12] [13] [14] .
Previous studies involving the RIFT used either the cone calorimeter in the normal horizontal position [7, 13] , or results from the ISO 5657 apparatus [13] to obtain the ignition data. In this research ignition tests were conducted using the RIFT as a comparison with the ISO 5657 apparatus. The RIFT ignition test used 200 mm Â 95 mm samples mounted parallel to the cone element (Figure 1 ), and exposed to a constant heat flux. The spark igniter was level with the top of the exposed face of the sample, and 13 mm from the sample face. The heat flux at the mid point of the cone was adjusted over a series of ignition tests so that ignition did not occur before 20 min. The sample conditioning and ignition testing procedures for using the RIFT apparatus were based on the ASTM E1321-97a LIFT standard. The rear and sides of the samples were wrapped in aluminium foil and a 12 mm thick insulating board used behind the sample.
Influence of Sample Characteristics and Test Method
Since each of the tests methods differ in their specific design characteristics it is likely that sample orientation, size and thickness will affect the ignition times obtained [16] . The LIFT ignition test uses a sample that is held in the vertical plane, whereas the conventional cone calorimeter and ISO 5657 apparatus uses a sample in the horizontal orientation. Dietenberger [23] found that the time to ignition for samples in the cone calorimeter with a horizontal sample was less than that for the LIFT. Similarly, ignition times are longer for samples in the cone calorimeter in the vertical position against the same materials measured in the horizontal position [16] . Shields et al. [24] did extensive work on the ISO 5657 ignition apparatus and compared the results to the cone calorimeter allowing for the margin of error due to the interval of the nodding gas pilot. The cone calorimeter and ISO apparatus gave similar ignition times for heat fluxes between 40-70 kW/m 2 , however, at lower flux levels (down to 20 kW/m 2 ) times to ignition were significantly influenced by specimen orientation for the different modes of ignition. It was therefore expected in this research that the RIFT would have longer ignition times than the ISO 5657 apparatus, due to the orientation, in the same manner as the LIFT.
The size of the sample can have an effect on the time to ignition, particularly in the vertical orientation. The main difference as the RIFT apparatus for ignition and flame spread testing -adapted from Azhakesan et al. [7] .
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sample height increases is the thickening of the boundary layer and hence the convection coefficient [16] . The thickness of the material affects the time to ignition due to the heat loss through the rear of the sample. While materials over 1 mm in thickness are generally thermally thick or thermally indeterminate, it depends on the flux level and preheating time [16] . The ignition and flame spread theory for the LIFT standard is based on materials being thermally thick so the thickness of the materials should be chosen appropriately. The ASTM E 1321-97a standard notes that materials in this category are typically 2-5 mm thick, and where the material is less than this, the results apply to the facing and substrate combination as the substrate can have a significant effect on the ignition and flame spread results.
EXPERIMENTS AND RESULTS
Procedure
Nine general types of wood-based materials were used (Table 1 ) with some limited tests conducted on variations of these materials. The materials chosen for the tests in this work were based on the availability of previously published data, particularly Huynh [13] , Azhakesan et al. [7] , and also Ngu [26] . The moisture content of the conditioned materials were determined by oven drying and although the moisture content has a systematic effect on ignition time, as Dietenberger [23] shows for example, Babrauskas [15] notes that changes in moisture content of timber at room equilibrium do not make a significant difference to ignition times and that differences for moisture contents between 0-12% MC is lost in the data scatter.
Ignition tests for each material were conducted at different heat fluxes in the ISO 5657 apparatus, the LIFT and the RIFT to obtain the material properties required for flame spread tests. Due to the limited amount of material available for all of the ignition and flame spread experiments only a single ignition test for each combination of flux level and apparatus was conducted. As noted in Table 1 , the thickness of the natural timbers used in the RIFT was less than the samples used in the LIFT due to difficulties in inserting the thicker samples into the sample holder.
It was noted that in several cases the analysis of the data resulted in a negative critical heat flux for a material in a particular test apparatus. Clearly a negative value has no physical meaning. If the materials behaved as thermally thin solids at low heat fluxes, as noted by de Ris and Kahn [25] , then ignition times are shorter than if the material behaves as a thermally thick solid and consequently it pulls the regression upwards so that the intercept becomes very small or negative.
Plain Manufactured Boards
MDF showed very consistent ignition times in the three tests methods. Figure 2(a) shows that these results are within the error limits of the times obtained by Ngu [26] in the ISO 5657 apparatus. Results for the critical ignition flux for MDF are shown in Figure 3 (e). The RIFT intercept was found to be negative whereas values from the LIFT and ISO 5657 gave similar values of 3.4 kW/m 2 and 3.7 kW/m 2 , respectively. Results for the critical ignition flux for hardboard are shown in Figure 3 comparison to the other materials tested, however, Quintiere and Harkleroad [11] found little difference attributable to the density of the backing board. Two brands of Radiata Pine-based particle board, made by the Laminex division of Fletcher Wood Panels (FWP), were tested with the 'Pynefloor' having a higher density than the 'Superflake' board. The Pynefloor uses a polymerized urea formaldehyde adhesive (up to 15% of the board content), to give weather resistance, whereas Superflake uses a melamine urea formaldehyde adhesive (up to 13% of the board content), and is for internal use only. The ignition times for the two brands of particle board are shown in Figure 2(b) . Overall the results are comparable with the small difference in the ISO 5657 apparatus appears to be approximately in proportion to the product density, where the higher density material (Pynefloor) has a longer time to ignition at any given heat flux level. The results of the ignition tests for Pynefloor particle board gave the minimum flux for ignition as 13.75 kW/m 2 for the ISO 5657 apparatus ignition tests whereas the LIFT and RIFT gave higher values for the minimum ignition flux (18.75 kW/m 2 and 21.25 kW/m 2 , respectively). The results for Superflake particle board were similar. The critical ignition flux for the two brands of particle board (Figure 3(b) and (c)) gave similar results.
Plywood is made from layers of wood, with the grain direction of each ply at 908 to the neighboring plies, and joined with a pressure cured adhesive. A C/D grade plywood was used in this study where the D grade 
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face is rough and empty knots are allowed. The C grade face is sanded and surface knots are secure or filled and this face was used for the ignition tests. The critical ignition flux (Figure 3(d) ) given by the three ignition methods gave a range of results from 4.6 kW/m 2 to 9.9 kW/m 2 . It was noted in the ISO 5657 apparatus experiments that the sample exhibited considerable charring and a glowing spot before finally igniting after over 28 min at an incident heat flux of 12.5 kW/m 2 . Figure 4 shows the determination of the ignition parameter for the plain manufactured timber products. The ignition parameter for hardboard shows considerable spread between the LIFT and ISO 5657 apparatus ignition results. The ignition test conducted in the ISO 5657 apparatus gave a preheating time of 1195 s, compared with the LIFT calculated preheating time of 608 s. Plywood shows less spread in the results compared with the particle board, largely due to the minimum ignition flux being similar for all three test methods. Table 2 gives a summary of ignition properties obtained for the three test methods for the plain manufactured boards. 
Melteca-faced Manufactured Boards
Melteca consists of melamine facing on a substrate and two brands of Melteca-faced board were tested where one used an MDF substrate and the other used particle board. The manufacturer of each board was different so some variation in the performance might be expected due to the differences in the facing material. The exact specification of the particle board substrate was unknown but since it was manufactured in New Zealand and had approximately the same density as the Superflake product it was likely to be Radiata Pine and have a similar adhesive. Only the Melteca-faced MDF sheet was tested in the LIFT, due to the limited amount of material available.
The addition of the melamine facing affected the ignition characteristics of the samples. The facing board bubbled and charred, however, it did not ignite easily. Charring of the facing occurred at lower flux levels than the underlying material thus insulating the substrate. The substrate pyrolized and as the surface bubbles split, the pyrolized gases escaped and could then ignite. As a result, at low flux levels the ignition time became erratic. The insulating property of the facing material is apparent when comparing the ignition flux to that of the bare substrate material. These charring and ignition mechanisms meant that these materials did not conform to the 'well behaved' assumption made in Quintiere et al.'s ignition theory formulation. The determination of critical heat flux and ignition parameter for Melteca-faced boards are shown in Figures 5 and 6 , respectively and the derived ignition properties in Table 3 .
Natural Timbers
Radiata Pine is a native of California and it forms the major basis of New Zealand silviculture. Rimu is a native New Zealand timber, although other members of the same family are found through the Pacific Rim. New Zealand Beech belongs to the family of southern Beech trees native to the southern hemisphere. The natural timbers showed greater variation between tests than for manufactured boards because of the deviations in the material due to grain, knots or other features in the timber. Radiata Pine gave similar results in the ISO 5657 apparatus and RIFT and the material still ignited after the 20 min limiting ignition period in the LIFT. During the course of the test, the material noticeably charred over the long test intervals, with some surface cracking. Localized surface glowing hot spots were observed over an area of around 2 cm across. Macrocarpa was also found to ignite at 
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times 420 min in the LIFT and the ISO 5657 apparatus. Rimu charred less than the softer woods such as Radiata Pine, but the samples tended to bow during the low heat flux tests although this did not appear to have had a significant effect on the results. The determination of critical ignition heat flux and ignition parameter are shown in Figures 7 and 8 . While the ignition parameter results for Beech in the ISO 5657 apparatus and LIFT tests were similar at 0.050 s 0.5 and 0.053 s 0.5 , respectively, the RIFT showed a wide variation, due to the higher minimum ignition flux and shorter times to ignition than produced by the other methods. (Figure 8(d) ) also required some data reduction and the results for the RIFT ignition tests have significantly worse fit than those of the other two methods. Table 4 gives a summary of ignition properties obtained for the three test methods for the natural timbers. 
Application of LIFT, ISO 5657 and RIFT Results
Babrauskas [16] summarizes the availability of ignition data, however, nominally identical materials can give different results depending on the testing apparatus, procedure and correlations or ignition theory used. In this study the ISO 5657 apparatus gives a consistently lower value for _ q 00 ig,min than the LIFT whereas the RIFT is generally greater than or equal to the LIFT values ( Figure 9 ) with the exception of hardboard. It has been reported elsewhere [16] that ISO 5657 apparatus and conventional horizontally-oriented cone calorimeter ignition tests give similar results for the minimum ignition flux. Furthermore, Dietenberger [23] found that the minimum ignition flux for Redwood was 4 kW/m 2 greater in the LIFT when compared to the cone calorimeter in the horizontal position and similarly Drysdale [27] found that _ q 00 ig,min is consistently higher in the LIFT when compared to other tests. It appears that the results from this work qualitatively Ignition of New Zealand Wood Products match these previous findings given that the LIFT results are consistently greater than or equal to the minimum ignition heat fluxes obtained in the ISO 5657 apparatus. The difference in the results is likely due to the convective heat losses from the surface of the material at ignition. The heat transfer coefficient for horizontal samples in the cone calorimeter is commonly 0.013 kW/m 2 K [16] and is similar or less [28] in the ISO 5657 apparatus whereas it is generally higher for vertically oriented samples. The ASTM E 1321-97a standard specifies that the LIFT has a heat transfer coefficient of 0.015 kW/m 2 K, although Dietenberger [23] found the heat transfer coefficient varied along the sample and was much higher at the hot end of the sample. The effect of the larger sample size in the LIFT compared with the RIFT is expected to be less important since h c / 1/L 1/4 [29] where L is the sample size. In general the ISO 5657 apparatus produced higher thermal inertia values than the LIFT, and the RIFT shows more variation compared with the other two methods (Figure 10 ). Data from the LIFT and ISO 5657 apparatus show that the thermal inertia values increase with density, as might be expected, but the data scatter from the RIFT exhibits no useful correlation between thermal inertia with density. Values obtained for Plywood and MDF from the three test methods are very similar, however, despite being made from the same base material, there is a significant range of values for the thermal inertia of Pynefloor and Superflake particle board and between the results from different test methods on the same material.
For the subsequent flame spread testing conducted by Merryweather [14] the LIFT ignition data was used for the LIFT flame spread tests so as to follow the ASTM E 1321-97 protocol. For the RIFT apparatus flame spread tests the decision was made to focus on the ignition parameters obtained using the conventional ISO 5657 apparatus rather Ignition of New Zealand Wood Products than those obtained from the alternative RIFT arrangement as results from the latter test were found to be less consistent.
CONCLUSION
An ASTM E 1321 Lateral Ignition and Flame spread Test (LIFT) apparatus and a Reduced scale Ignition and Flame spread Test (RIFT) apparatus to fit the cone calorimeter in the vertical position have been constructed and tested. Due to the limitations imposed by LPG on achieving low flux levels it was necessary to adjust the burner position in the LIFT further away from the sample during the ignition tests so that minimum flux levels at the sample face of 11 kW/m 2 could be obtained. The results obtained from the three test methods exhibited the expected differences in the minimum ignition flux between horizontally and vertically oriented samples. The thermal inertia values determined from the RIFT were found to be less consistent than those obtained from the LIFT and ISO apparatus. The ignition parameter values presented in this article were sufficient for flame spread tests and a comparison between the standard LIFT and the RIFT addition to the cone calorimeter given by Merryweather [14] . 
